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FIRE DETECTION SYSTEM CAUSE AND EFFECTS MATRIX
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CAUSE Panel | Audible | Contro! | Audible | Audible | Zone Signal sent | HVAC Lift Local staff | All Public All System | All
and |and room and and area to operate | shutdown | homes | investigate | audible | address | audible | restored | Access
Loop | visual siren visual visual sirens gas alarm and warnings | and to Control
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panel Note 1 | fire in
panel building
FIRE ALARM
Main admin Panel X X X X X
fire detector 1
GF
Any floor fire Panel X X X X X X
detector 2
FF
Manual Call Any X X X X X X X X X
Paints panel
Coincidence Panel X X X X X X X
alarm from 4
any floor loop
to
Panel
1




Gas suppress
area
GF
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responsible
person
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Operator
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Operator
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